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Abstract. This paper presents the nonlinear finite element analysis of a new 
concept of offshore wind tower made by prefabricated prestressed fibre rein-
forced concrete (FRC) segments that are assembled to form the final structure. 
Fibre reinforcement aims to eliminate conventional passive steel reinforcement 
in order to avoid corrosion concerns and decrease the thickness of the segments. 
The first stage of the design approach consists on an analytical model that op-
timizes the geometry of the eolic tower by considering the relevant loading cas-
es, the properties of the developed FRC, the resisting stress levels of the con-
stituent materials and the frequency and lateral deformability of the tower. By 
determining the thickness and radius along with the height of the tower, this 
model can provide the solution of minimum FRC volume for the eolic tower. In 
the second stage of the design approach, the optimum solution from the previ-
ous design stage is simulated by a finite element approach that considers the 
geometric and material nonlinear features. This paper describes the main rele-
vant aspects of this design methodology. 
Keywords: Fibre Reinforced Concrete, Nonlinear Finite Element, Offshore 
Wind Tower. 
1 Introduction 
Wind power has grown fast in the last two decades. Global wind-generation capacity 
has increased by thirty per cent over the past decade [1]. This type of renewable ener-
gy has become attractive not only because costs are falling, but especially because it 
is greener and can deliver a more environmentally friend solution. Modern wind tur-
bines are typically a horizontal-axis machine with a three-bladed rotor mounted up-
wind on a tower. The tower heights of wind turbines have increased during recent 
years to capture the more energetic winds that occur at higher elevations. These struc-
tures can range from 60 to 200 m. 
This research investigates a new concept of offshore wind tower made by prefabri-
cated prestressed fibre reinforced concrete (FRC) segments that are assembled to form 
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the final structure. This new system allows the construction of towers of relatively 
low self-weight and high stiffness, which can deliver better structural behaviour than 
actual solutions, as well as higher durability, lower construction time, manufacturing 
and maintenance costs. 
This paper describes the properties of the developed FRC and the finite element 
analyses carried out to investigate the influence of the tower’s geometry and material 
properties of FRC on the local and global behaviour of this structure, in the context of 
its aimed functioning for serviceability and ultimate limit state conditions. 
2 Material Properties 
A FRC was produced according to the mixture composition given in Table 1, where 
W/C abbreviates water (W) to cement (C) ratio. Superplasticizer Sika® 3005 (SP) has 
been used to assure the required self-compactibility requirements due to the low water 
content. A crushed granite coarse aggregate was used with a maximum aggregate size 
of 12 mm. The mix included 60 kg/m3 of hooked-end steel fibres of length (lf) and 
diameter (df) of 33 mm and 0.55 mm, respectively, aspect ratio (lf/df) of 60, and ten-
sile strength of about 1100 MPa. The fresh concrete behaviour was determined by the 
Abrams cone slump test in the inverted position according to EFNARC [2] recom-
mendations. The spread diameter was approximately 590 mm. 
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Six cylinders, 150 x 300 mm, were tested at 28 days. The average compressive 
strength and modulus of elasticity were 72 MPa and 42.15 GPa, respectively. The 
coefficients of variation (CoV) were 8.23% and 0.26%, respectively. 
In order to assess the influence of fibre distribution and orientation, four-point 
notched beam bending tests were carried out according to the Italian standard [UNI-
11039, 2003] in specimens (240×60×60 mm, with a notch of 10 mm depth and 2 mm 
width) extracted from a shell type panel [3]. The average force versus crack tip mouth 
displacement (F-CTOD) for the series with fibre orientation intervals [0-15°[, [15-
45°[, [45-75°[ and [75-90°] is represented in Fig. 1a, while the corresponding quadri-
linear tensile stress vs crack normal tensile strain diagrams, obtained from the inverse 
analysis [4], are shown in Fig. 1b, whose defining values are included in Table 2. 
These diagrams will define the fracture mode I parameters used in the material non-
linear analysis carried out in this work. 
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Fig. 1. a) Force vs crack tip mouth displacement response for the series of fibre orientation: [0-
15°[, [15-45°[, [45-75°[ and [75-90°], and b) corresponding post-cracking tensile stress-
strain relationships obtained by inverse analysis. 

















[0-15°] 0.72 0.85 0.33 0.014 0.18 0.46 6.77 6.00 
[15-45°] 0.68 0.86 0.20 0.014 0.18 0.38 6.50 5.10 
[45-75°] 0.44 0.46 0.10 0.024 0.18 0.35 5.65 2.70 
[75-90°] 0.29 0.35 0.10 0.032 0.25 0.35 5.64 2.20 
3 Structural Concept 
The 5MW turbine consists of a 3-bladed, 126 m diameter rotor, pitch regulated con-
stant speed turbine. The support structure is a monopole with a hub height of 90 m 
above mean sea level and 20 m below the sea level. The tower is assembled by stack-
ing ten prefabricated prestressed fibre reinforced concrete segments measuring 11 m 
each. Fig. 2 shows the schematic representation of the offshore wind turbine and the 














Fig. 2. Tower with the linear variation of cross-sectional diameter, thickness, and the applied 
loads (dimensions in m). 
The geometry of the tower was defined by a simplified optimisation approach [5] so 
that the material in use and the stresses in the structure do not exceed a maximum 
level. The prestressing force applied in each segment was assumed equal to 5% of the 
concrete compressive strength. An algorithm to find the best linear variation of tower 
diameter, D(z), and thickness, t(z), was implemented in a code written in Python. The 
program analyses different cases, i.e. it varies the tower diameter and thickness, to 
find the optimised solution for the problem. A case is considered a candidate solution 
only if all sections of the tower are satisfied in terms of strength and geometry re-
strictions criteria. 
The diameter of the tower, after the optimisation process, was 3.6 m and 7.2 m at 
the top and bottom respectively. The thickness of the tower wall varies linearly from 
0.4 m at the top to 0.6 m at the bottom of the tower. 
An initial estimation of a wind tower loading, including the major loads it will 
withstand during its design life, is a significant requirement for engineering practi-
tioners. In this respect, a simplified approach for the design of support structures for 
offshore wind turbines is adopted in this paper. The loads considered herein consist of 
forces acting on the top of the structure due to wind passing throughout the rotor, 
wind pressure on the tower structure, waves slamming the tower, and loads produced 
by water currents on the tower structure (see Fig. 2). However, other load cases 
should be considered in the final design, such as fatigue installation and transporta-
tion, control system faults, maintenance and repair and testing. Further discussions on 
these cases are available in [1,6]. 
Since it was not possible to obtain precise information about loads from turbine 
wind towers manufacturers, they were extrapolated from a 3 MW wind turbine [7] 
and presented in Table 3. The axial forces acting on the tower are the prestressing and 
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gravitational loads. The wind pressure on the tower, wave and current loads were 
applied as shown in Fig. 2. The wind profile was calculated using the following equa-
tion: 
 fwi (z) = 0.5 Ca ρair D(z) u(z)2 (1) 
where fwi [N/m] is the wind load per unit of length; ρair [kg/m3] is the density of air, Ca 
[-] is the aerodynamic drag coefficient (shape, surface dependent), D(z) [m] is the 
diameter of the tower cross-section at elevation 𝑧 and u(z) [m/s] is the mean wind 
speed at elevation z. The wave and current loads were obtained using the semi-
empirical Morison’s equation: 
 fM (z) = fi (z) + fd (z) (2) 
where the first term fi (z) represents the hydrodynamic inertial load [N/m] and the 
second term fd (z) is the hydrodynamic drag load [N/m]. More information can be 
found elsewhere [5]. 
Table 3. 5 MW wind turbine loads. 
Parameter SLS ULS 
Horizontal shear force Fx (kN) 690 1585 
Moment My (kN m) 1600 3677 
Torque Mz (kN m) 1010 1789 
Design of wind turbines in compliance with standards requires that the structure shall 
satisfy ultimate, accidental, fatigue and serviceability limit state design conditions, 
ULS, ALS, FLS and SLS), respectively [8]. However, in this example, only the most 
unfavourable combination for the ULS is considered. The load combination given by 
DNV [8] is calculated using the following expression: 
 F = 1.0 G + 1.35 E (3) 
where G are the permanent loads and E are the environment loads. 
4 Finite Element Analysis 
This section describes the finite element model used in all analyses performed in this 
research. The models considered the geometry and loads defined in the pre-design 
stage explained in the previous section. The analyses were performed using the finite 
element package FEMIX [9].  
As mentioned before, this initial study aims to investigate the influence of the tow-
er’s geometry and material properties (mainly the tensile performance) on the global 
behaviour of the structure. Therefore, the model does not consider the connections 
between the prefabricated prestressed fibre reinforced concrete (FRC) segments, 
which is a topic treated in another publication being prepared in parallel [10]. 
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The tower was modelled using twenty-node solid finite elements with 333 
Gauss-Legendre integration scheme. The prestressed cables were modelled using 2-
nodes perfect bounded 3D embedded cables elements with two integration points. The 
boundary condition was assumed fixed at the bottom. The final finite element mesh 
was created using 3530 elements. 
The cables were modelled as a linear-elastic material with Poison’s coefficient 
equal to 0.2 and elasticity modulus of 200 GPa. The number of cables in each prefab-
ricated segment was variable. It was defined so that the applied prestress force was 
5% of the concrete compressive strength. 
The behaviour of the FRC was modelled using the 3D multi-directional fixed 
smeared crack model available in FEMIX 4.0, see Ventura-Gouveia [11] for more 
information. The fracture mode I in this model is simulated by a quadrilinear tensile-
softening diagram, whose defining values are provided in Table 2. 
Five loads cases and two loads combinations were considered. Initially, self-
weight, prestresses forces, nacelle and rotor mass were applied to the structure. Next, 
wind turbine, direct wind, current and waves forces were introduced in small steps up 
to the stage where the ultimate limit state capacity is reached. 
Fibre orientation can significantly influence the tensile and bending behaviours of 
FRC. Therefore, four analyses considering only the material non-linear behaviour 
were performed to investigate the impact of fibre orientation on tower behaviour. The 
models have the same geometry (as defined in the previous section), mesh, loads and 
boundary conditions. The only difference between the four models was the concrete 
tensile behaviour, which was changed according to the data presented in Table 2. Fig. 
3 shows the results of the comparison between the four models considering the frac-
ture mode I parameters for FRC with fibre orientations in the intervals: [0-15º[, [15-
45º[, [45-75º[ and [75 -90º] (see Table 2). 
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Fig. 3. Fibre orientation comparison. Total horizontal force versus the displacement at the top 
of the tower. 
Up to about 1500 kN all models presented equal linear behaviour since up to this load 
level they are only submitted to axial loads, therefore no cracking has occurred. After 
the application of the remaining loads, i.e. wind turbine, direct wind, current and 
waves forces, the models showed a nonlinear behaviour due to the crack formation. 
Note that the models considering fibres oriented at [0-15º[ and [15-45º[ presented 
similar behaviours, with [0-15º[ performing slightly better. Both models were able to 
resist the load applied (~2000 kN). The models considering fibre orientations at [45-
75º[ and [75 -90º] failed before the application of the total load due to the localization 
of a failure macro-crack. This behaviour was expected as fibres oriented at such an-
gles do not contribute effectively to increase the concrete tensile strength [12]. 
For assessing the relative influence of material and geometric nonlinearity on the 
structural behaviour of the tower being analysed, the following analyses were per-
formed by considering the FRC with tensile properties corresponding to [0-15º[ fibre 
orientation interval: i) FRC is considered linear and geometric nonlinearity is not 
included (LIN); ii) FRC is linear and geometric nonlinearity is included (NLG); iii) 
FRC is nonlinear and geometric nonlinearity is not considered (NLM); iv) Both types 
of nonlinearities are considered (NLMG). 
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Fig. 4. Effect of material and geometric nonlinearity response of the tower in terms of total 
horizontal force versus the displacement at the top of the tower. 
A simulation considering a plain concrete of the same strength class of FRC was also 
adopted to analyse the influence of fibre reinforcement. However, no convergence 
was possible to ensure after crack initiation due to abrupt macro-crack localization. 
Up to the maximum applied load, the difference between a linear analysis (LIN) and a 
material nonlinear analysis (NLM) is not significant in terms of maximum lateral 
deflection, since at this maximum load level the maximum crack width is limited to 
0.3 mm. Therefore, due to the reduced crack width of all the cracks formed, the rela-
tive loss of stiffness of the tower is marginal. On the other hand, the consideration of 
the geometric non-linearity increased the displacement at the top of the tower by 6% 
(NLG) and 10% (NLGM). 
The last study investigated the effect of reducing the concrete volume (and moment 
of inertia) of the tower. Two additional analyses were performed. In the first one, the 
wall thickness of the tower was reduced linearly from top to bottom in 25% (NLMG-
25) and in the second one, it was reduced in 50% (NLMG-50). For all models, the 
radius of the towers was kept the same, i.e. 1.8 m and 3.6 m at the top and bottom, 
respectively. Also, material and geometric nonlinearities were considered and a FRC 
fibre orientation of [0-15º[ was used. 
The response in terms of horizontal force vs deflection of the towers at the top is 
compared with the original model (NLMG-00) in Fig. 5. A decrease of the wall thick-
ness in 25% (NLMG-25) and 50% (NLMG-50) corresponds to a reduction of concrete 
volume of, respectively, 23% and 47% and in terms of the moment of inertia of 20% 
(NLMG-25) and 43% (NLMG-50). 
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Fig. 5. Effect of the moment of inertia reduction on the behaviour of the tower in terms of total 
horizontal force versus the displacement at the top of the tower. 
Fig. 5 shows that the reduction of wall thickness by 25% and 50% increased the dis-
placement at the top of the tower by 73% and 94%, respectively. The dashed horizon-
tal lines in Fig. 5 indicates the maximum force corresponding to the serviceability 
limit state combination. According to available research, below to this crack width 
limit the corrosion of steel fibres, even in maritime environmental conditions, is not 
sufficient to compromise the structural performance of the SFRC [13]. 
The stresses (Sz) at the concrete and the crack pattern obtained by the analyses can 
be seen in Fig. 6. The highest concrete compressive stress is of the order of 32.9 MPa 
at the tower with a reduction of 50% (NLMG-50), Fig. 6a. It can also be seen that 
more cracks are developed by reducing the wall of the structure. However, the num-
ber of cracks does not increase significantly when the thickness of the wall is reduced 
from 25% to 50%, Fig. 6b. The maximum crack width was 0.2 mm (~2055 kN), 0.3 




          a)                                                                             b) 
Fig. 6. a) Stress Sz results in Pa for NLMG-00, NLMG-25 and NLMG-50, respectively. b) 
Crack pattern for NLMG-00, NLMG-25 and NLMG-50, respectively. 
The natural frequencies are also affected by the reduction of volume/moment-of-
inertia of the tower. The rotor is the most visible and present source of excitation in a 
wind turbine system. It creates peaks in excitation at frequencies of the rotor speed 
range (1P) and blade passing speed range (3P for a three-bladed rotor). Thus, the tow-
er should be designed such that its first natural frequency does not coincide with ei-
ther 1P or 3P excitation to avoid resonance. It is recommended that the lowest fre-
quencies differ from at least ±10% of the 1P and 3P rotor frequencies at nominal 
power [14]. 
The frequencies of the towers analysed in the study were calculated using the in-
house FEM-based software for dynamic analysis of frame type structures. The struc-
tures were modelled as a cantilever beam with an added mass applied at the top to 
represent the nacelle and rotor masses. The finite element mesh was made of hundred 
2D-Timoshenko beam elements. The estimated first natural frequencies for 0% 
(NLM-00), 25% (NLM-25) and 50% (NLM-50) of the moment of inertia reduction 
were 0.338 Hz, 0.320Hz and 0.289 Hz, respectively. These frequencies do not coin-
cide with either the rotor speed range (1P) or blade passing speed range (3P), which 
are 0.187 Hz and 0.560 Hz, respectively. 
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5 Conclusions 
This paper presented the nonlinear finite element analysis of a new concept of off-
shore wind tower made by prefabricated prestressed fibre reinforced concrete (FRC) 
segments that are assembled to form the final structure. Three studies were carried out 
to investigate the impact of the fibre orientation in the FRC, nonlinearities (material 
and geometric) and moment of inertia of the tower section in the global behaviour of 
the structure. 
The analyses performed clearly showed the importance of considering the geomet-
ric and material nonlinearities to analyse this type of structures. The consideration of 
both nonlinearities increased the displacement at the top of the tower by 10% at the 
load level corresponding to serviceability limit design state conditions. 
The results obtained in this initial study also indicates the potential of the proposed 
solution. The analyses showed that, by using fibre reinforcement, it is possible to 
eliminate conventional passive steel reinforcement and decrease the thickness of the 
wall of the segments considerably compared to conventional solutions. However, it is 
necessary to optimise the prefabrication process to guarantee that the fibres are ori-
ented between 0º and 45º. The influence of the assembling process of the prestressed 
FRC segments on the global and local (stress gradients in the corresponding connec-
tions) behaviour must be also addressed.  
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